GENERAL NOTES:

SUSPENDED ACOUSTICAL CEILINGS SHALL BE 9'—0" ABOVE FINISH
FLOOR UNLESS NOTED OTHERWISE.

LIGHT FIXTURES, GRILLES, DIFFUSERS, ETC. ARE SHOWN FOR
GENERAL LOCATIONS ONLY. COORDINATE WITH THE MECHANICAL AND
ELECTRICAL DRAWINGS.

CEILING MOUNTED EQUIPMENT SHALL BE LOCATED SQUARE AND
SYMMETRICAL TO ADJACENT COMPONENTS OR CONSTRUCTION UNLESS
NOTED OTHERWISE.

REFER TO FINISH SCHEDULE FOR GYPSUM BOARD SURFACES.

WHERE ACOUSTICAL CEILINGS OCCUR, FIRE SPRINKLER HEADS
SHALL BE CENTERED IN THE TILE UNLESS OTHERWISE INSTRUCTED BY
CODE.

THE CEILING SPACE FROM THE BOTTOM OF THE CEILING GRID TO A
MINIMUM OF 6" ABOVE THE BOTTOM OF THE CEILING GRID IS
RESERVED FOR INSTALLATION OF CEILING MOUNTED ITEMS (I.E. LIGHT
FIXTURES, SPEAKERS, DIFFUSERS). NO PIPING, DUCTWORK, CONDUIT,
ETC., EXCEPT DROPS SERVING THE CEILING MOUNTED ITEMS, IS
ALLOWED TO BE INSTALLED IN THE SPACE, UNLESS OTHERWISE
APPROVED BY THE COTR.

THE DRAWINGS INDICATE LOCATION, DIMENSIONS, REFERENCE, AND TYPICAL
DETAILS OF CONSTRUCTION. THE DRAWINGS DO NOT INDICATE EVERY CONDITION —
WORK NOT PARTICULARLY DETAILED SHALL BE OF CONSTRUCTION TO PARTS THAT
ARE DETAILED. THESE DRAWINGS HAVE BEEN DEVELOPED FROM RECORDS
FURNISHED BY THE OWNER AND FIELD SURVEYS. MATERIALS, DIMENSIONS, WALL
THICKNESS’, ROUGH OPENINGS, PATTERNS, AND THE LIKE ARE INTERPRETATIONS
OF THOSE RECORDS AND SHALL BE FIELD VERIFIED BY THE CONTRACTOR. ANY
DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR
TO COMMENCING WITH THE WORK.

PROTECT EXISTING WORK TO REMAIN FROM DAMAGE DURING CONSTRUCTION. ANY
MATERIALS, SYSTEMS, COMPONENTS, FINISHES, AND THE LIKE, DAMAGED DURING
CONSTRUCTION SHALL BE REPAIRED OR REPLACED TO OWNER'S ACCEPTANCE AT
CONTRACTOR'S EXPENSE.

@ @ B.9 @ @ @ @ gE @ MECHANICAL, PLUMBING, FIRE PROTECTION AND ELECTRICAL DUCTS, PIPES AND
CONDUITS SHALL BE COMPLETELY CONCEALED IN WALLS, CEILINGS, AND FLOORS,
U.O.N. TRENCH EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED TO
CONCEAL DUCTS, PIPES AND CONDUITS.
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